(vi) The notification must be submitted electronically using the Compliance and Emissions Data Reporting
Interface (CEDRI) that is accessed through EPA's Central Data Exchange (CDX) (www.epa.gov/cdx). However, if
the reporting form specific to this subpart is not available in CEDRI at the time that the report is due, the written
Notification of Compliance Status must be submitted to the Administrator at the appropriate address listed in
863.13.

(5) If you are using data from a previously conducted emission test to serve as documentation of conformance
with the emission standards and operating limits of this subpart, you must include in the Notification of
Compliance Status the date of the test and a summary of the results, not a complete test report, relative to this
subpart.

(b) You must prepare, by March 1 of each year, and submit to the delegated authority upon request, an annual
compliance certification report for the previous calendar year containing the information specified in paragraphs
(b)(1) through (4) of this section. You must submit the report by March 15 if you had any instance described by
paragraph (b)(3) of this section. For boilers that are subject only to the energy assessment requirement and/or a
requirement to conduct a biennial or 5-year tune-up according to 863.11223(a) and not subject to emission limits
or operating limits, you may prepare only a biennial or 5-year compliance report as specified in paragraphs (b)(1)
and (2) of this section.

(1) Company name and address.

(2) Statement by a responsible official, with the official's name, title, phone number, email address, and signature,
certifying the truth, accuracy and completeness of the notification and a statement of whether the source has
complied with all the relevant standards and other requirements of this subpart. Your notification must include the
following certification(s) of compliance, as applicable, and signed by a responsible official:

(1) “This facility complies with the requirements in §63.11223 to conduct a biennial or 5-year tune-up, as
applicable, of each boiler.”

(ii) For units that do not qualify for a statutory exemption as provided in section 129(g)(1) of the Clean Air Act:
“No secondary materials that are solid waste were combusted in any affected unit.”

(ii1) “This facility complies with the requirement in §§63.11214(d) and 63.11223(g) to minimize the boiler's time
spent during startup and shutdown and to conduct startups and shutdowns according to the manufacturer's
recommended procedures or procedures specified for a boiler of similar design if manufacturer's recommended
procedures are not available.”

(3) If the source experiences any deviations from the applicable requirements during the reporting period, include
a description of deviations, the time periods during which the deviations occurred, and the corrective actions
taken.

(4) The total fuel use by each affected boiler subject to an emission limit, for each calendar month within the
reporting period, including, but not limited to, a description of the fuel, whether the fuel has received a non-waste
determination by you or EPA through a petition process to be a non-waste under §241.3(c), whether the fuel(s)
were processed from discarded non-hazardous secondary materials within the meaning of §241.3, and the total
fuel usage amount with units of measure.

(c) You must maintain the records specified in paragraphs (c)(1) through (7) of this section.

(1) As required in 863.10(b)(2)(xiv), you must keep a copy of each notification and report that you submitted to
comply with this subpart and all documentation supporting any Initial Notification or Notification of Compliance
Status that you submitted.

(2) You must keep records to document conformance with the work practices, emission reduction measures, and
management practices required by 863.11214 and §63.11223 as specified in paragraphs (c)(2)(i) through (vi) of
this section.

(i) Records must identify each boiler, the date of tune-up, the procedures followed for tune-up, and the
manufacturer's specifications to which the boiler was tuned.
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(ii) For operating units that combust non-hazardous secondary materials that have been determined not to be solid
waste pursuant to 8241.3(b)(1) of this chapter, you must keep a record which documents how the secondary
material meets each of the legitimacy criteria under §241.3(d)(1). If you combust a fuel that has been processed
from a discarded non-hazardous secondary material pursuant to §241.3(b)(4) of this chapter, you must keep
records as to how the operations that produced the fuel satisfies the definition of processing in §241.2 and each of
the legitimacy criteria in §241.3(d)(1) of this chapter. If the fuel received a non-waste determination pursuant to
the petition process submitted under §241.3(c) of this chapter, you must keep a record that documents how the
fuel satisfies the requirements of the petition process. For operating units that combust non-hazardous secondary
materials as fuel per 8241.4, you must keep records documenting that the material is a listed non-waste under
8241.4(a).

(iii) For each boiler required to conduct an energy assessment, you must keep a copy of the energy assessment
report.

(iv) For each boiler subject to an emission limit in Table 1 to this subpart, you must keep records of monthly fuel
use by each boiler, including the type(s) of fuel and amount(s) used. For each new oil-fired boiler that meets the
requirements of §63.11210(e) or (f), you must keep records, on a monthly basis, of the type of fuel combusted.

(v) For each boiler that meets the definition of seasonal boiler, you must keep records of days of operation per
year.

(vi) For each boiler that meets the definition of limited-use boiler, you must keep a copy of the federally
enforceable permit that limits the annual capacity factor to less than or equal to 10 percent and records of fuel use
for the days the boiler is operating.

(3) For sources that demonstrate compliance through fuel analysis, a copy of all calculations and supporting
documentation that were done to demonstrate compliance with the mercury emission limits. Supporting
documentation should include results of any fuel analyses. You can use the results from one fuel analysis for
multiple boilers provided they are all burning the same fuel type.

(4) Records of the occurrence and duration of each malfunction of the boiler, or of the associated air pollution
control and monitoring equipment.

(5) Records of actions taken during periods of malfunction to minimize emissions in accordance with the general
duty to minimize emissions in 863.11205(a), including corrective actions to restore the malfunctioning boiler, air
pollution control, or monitoring equipment to its normal or usual manner of operation.

(6) You must keep the records of all inspection and monitoring data required by §863.11221 and 63.11222, and
the information identified in paragraphs (c)(6)(i) through (vi) of this section for each required inspection or
monitoring.

(i) The date, place, and time of the monitoring event.
(ii) Person conducting the monitoring.

(iii) Technique or method used.

(iv) Operating conditions during the activity.

(v) Results, including the date, time, and duration of the period from the time the monitoring indicated a problem
to the time that monitoring indicated proper operation.

(vi) Maintenance or corrective action taken (if applicable).

(7) If you use a bag leak detection system, you must keep the records specified in paragraphs (c)(7)(i) through (iii)
of this section.

(i) Records of the bag leak detection system output.

(ii) Records of bag leak detection system adjustments, including the date and time of the adjustment, the initial
bag leak detection system settings, and the final bag leak detection system settings.
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(iii) The date and time of all bag leak detection system alarms, and for each valid alarm, the time you initiated
corrective action, the corrective action taken, and the date on which corrective action was completed.

(d) Your records must be in a form suitable and readily available for expeditious review. You must keep each
record for 5 years following the date of each recorded action. You must keep each record on-site or be accessible
from a central location by computer or other means that instantly provide access at the site for at least 2 years
after the date of each recorded action. You may keep the records off site for the remaining 3 years.

(e)(1) Within 60 days after the date of completing each performance test (as defined in 863.2) required by this
subpart, you must submit the results of the performance tests, including any associated fuel analyses, following
the procedure specified in either paragraph (e)(1)(i) or (ii) of this section.

(i) For data collected using test methods supported by the EPA's Electronic Reporting Tool (ERT) as listed on the
EPA's ERT Web site (https://www3.epa.gov/ttn/chief/ert/ert__info.html) at the time of the test, you must submit
the results of the performance test to the EPA via the Compliance and Emissions Data Reporting Interface
(CEDRI). (CEDRI can be accessed through the EPA's Central Data Exchange (CDX) (https://cdx.epa.gov/).)
Performance test data must be submitted in a file format generated through the use of the EPA's ERT or an
alternate electronic file format consistent with the extensible markup language (XML) schema listed on the EPA's
ERT Web site. If you claim that some of the performance test information being submitted is confidential
business information (CBI), you must submit a complete file generated through the use of the EPA's ERT or an
alternate electronic file consistent with the XML schema listed on the EPA's ERT Web site, including information
claimed to be CBI, on a compact disc, flash drive, or other commonly used electronic storage media to the EPA.
The electronic media must be clearly marked as CBI and mailed to U.S. EPA/OAQPS/CORE CBI Office,
Attention: Group Leader, Measurement Policy Group, MD C404-02, 4930 Old Page Rd., Durham, NC 27703.
The same ERT or alternate file with the CBI omitted must be submitted to the EPA via the EPA's CDX as
described earlier in this paragraph.

(ii) For data collected using test methods that are not supported by the EPA's ERT as listed on the EPA's ERT
Web site at the time of the test, you must submit the results of the performance test to the Administrator at the
appropriate address listed in §63.13.

(2) Within 60 days after the date of completing each CEMS performance evaluation (as defined in §63.2), you
must submit the results of the performance evaluation following the procedure specified in either paragraph
(e)(2)(i) or (ii) of this section.

(i) For performance evaluations of continuous monitoring systems measuring relative accuracy test audit (RATA)
pollutants that are supported by the EPA's ERT as listed on the EPA's ERT Web site at the time of the evaluation,
you must submit the results of the performance evaluation to the EPA via the CEDRI. (CEDRI can be accessed
through the EPA's CDX.) Performance evaluation data must be submitted in a file format generated through the
use of the EPA's ERT or an alternate file format consistent with the XML schema listed on the EPA's ERT Web
site. If you claim that some of the performance evaluation information being submitted is CBI, you must submit a
complete file generated through the use of the EPA's ERT or an alternate electronic file consistent with the XML
schema listed on the EPA's ERT Web site, including information claimed to be CBI, on a compact disc, flash
drive, or other commonly used electronic storage media to the EPA. The electronic storage media must be clearly
marked as CBI and mailed to U.S. EPA/OAQPS/CORE CBI Office, Attention: Group Leader, Measurement
Policy Group, MD C404-02, 4930 Old Page Rd., Durham, NC 27703. The same ERT or alternate file with the
CBI omitted must be submitted to the EPA via the EPA's CDX as described earlier in this paragraph.

(ii) For any performance evaluations of continuous monitoring systems measuring RATA pollutants that are not
supported by the EPA's ERT as listed on the EPA's ERT Web site at the time of the evaluation, you must submit
the results of the performance evaluation to the Administrator at the appropriate address listed in §63.13.

(f) If you intend to commence or recommence combustion of solid waste, you must provide 30 days prior notice
of the date upon which you will commence or recommence combustion of solid waste. The notification must
identify:

(1) The name of the owner or operator of the affected source, the location of the source, the boiler(s) that will
commence burning solid waste, and the date of the notice.
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(2) The currently applicable subcategory under this subpart.
(3) The date on which you became subject to the currently applicable emission limits.
(4) The date upon which you will commence combusting solid waste.

(9) If you have switched fuels or made a physical change to the boiler and the fuel switch or change resulted in the
applicability of a different subcategory within this subpart, in the boiler becoming subject to this subpart, or in the
boiler switching out of this subpart due to a fuel change that results in the boiler meeting the definition of gas-
fired boiler, as defined in §63.11237, or you have taken a permit limit that resulted in you becoming subject to
this subpart or no longer being subject to this subpart, you must provide notice of the date upon which you
switched fuels, made the physical change, or took a permit limit within 30 days of the change. The notification
must identify:

(1) The name of the owner or operator of the affected source, the location of the source, the boiler(s) that have
switched fuels, were physically changed, or took a permit limit, and the date of the notice.

(2) The date upon which the fuel switch, physical change, or permit limit occurred.

Permit Conditions Review

This section describes the permit conditions for this modified permit or only those permit conditions that have
been added, revised, modified or deleted as a result of this permitting action. The General Provisions have been
updated with the provisions from the current template.

Permit Condition 2.10 Emission Limits

This permit condition was added to show the boiler tune-up requirements for both boilers located at this facility.
DEQ is delegated this subpart, therefore it is appropriate to have these requirements as a permit condition.

Permit Condition 3.3 Emission Limits

This permit condition was revised to reflect the emission limits at the increased annual throughput limits.
Permit Condition 3.5 Concrete Production Limits

The annual throughput was increased from 250,000 to 315,000 cubic yards per consecutive 12-month.
Permit Condition 3.12 Concrete Production Limits

This permit condition was revised to clarify the annual operation of the boilers for the main and backup concrete
bath plants are cumulative, not independent. The annual operation of the Steam Engineering and Pearson boilers
are 2,988 and 3,332 hours per year total.

Permit Condition 4.5 Concrete Production Limits
The annual throughput was increased from 20,000 to 50,000 cubic yards per consecutive 12-month.

This permit condition was revised to reflect the daily and annual material throughput limit for the combination of
the main and the backup plant as well as the operation of the backup plant individually.

Permit Condition 4.13 Boiler Operations

This permit condition was revised to reflect the annual use. This should have been changed from 5 months to 12
months in the previous permitting action. This permit condition was also revised to clarify the annual operation of
the boilers for the main and backup concrete bath plants are cumulative, not independent. The annual operation
of the Steam Engineering and Pearson boilers are 2,988 and 3,332 hours per year total.

2018.0034 PROJ 62441 Page 29



PUBLIC REVIEW

Public Comment Opportunity

An opportunity for public comment period on the application was provided in accordance with

IDAPA 58.01.01.209.01.c or IDAPA 58.01.01.404.01.c. During this time, there were no comments on the
application and there was not a request for a public comment period on DEQ’s proposed action. Refer to the
chronology for public comment opportunity dates.
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APPENDIX A — EMISSIONS INVENTORIES



APPENDIX B — AMBIENT AIR QUALITY IMPACT ANALYSES















not having official business with the permitted facility. The Champion CBP is located on the INL site, but
Champion does not have direct and sole control over access to the INL site. Therefore, the INL ambient
air boundary cannot be used for the ambient air boundary of the Champion CBP.

DEQ’s non-site-specific analysis methods, using a generic facility layout, were used to generate minimum
setback distances between emissions points and the established boundary to ambient air. Setback
distances were specified as the distance between emission release points and the closest point of potential
public access. Compliance with applicable air quality standards and increments is not demonstrated unless
setback distances are maintained. Champion must establish an ambient air boundary, inside of which
reasonable measures are taken to preclude access by those not having business with Champion.

3.3.9 Receptor Network

A polar grid with 10-meter receptor spacing extending out to 100 meters, 25-meter spacing extending out
to 350 meters, 50-meter spacing extending out to 500 meters, and 100-meter spacing extending out to
1,000 meters was used in the non-site-specific modeling performed by DEQ. Since maximum impacts
from these relatively short stack heights occur very near the sources, a more extensive receptor grid was
not necessary to assure compliance with applicable standards.

3.3.10 Good Engineering Practice Stack Height

An allowable good engineering practice (GEP) stack height may be established using the following
equation in accordance with Idaho Air Rules Section 512.03.b:

H=S+ 15L, where:

H = good engineering practice stack height measured from the ground-level elevation at the base
of the stack.

S = height of the nearby structure(s) measured from the ground-level elevation at the base
of the stack.

L = lesser dimension, height or projected width, of the nearby structure.

All Champion CBP sources are below GEP stack height. Therefore, it is important to account for plume
downwash caused by structures at the facility.

3.3.11 Crucial CBP Characteristics Affecting Air Quality Impacts

Table 8 lists characteristics of the CBP that are critical to the TAPs compliance demonstrations.

4.0 NAAQS and TAPs Impact Modeling Results

4.1 Results for NAAQS Analyses
Cumulative NAAQS impact analyses were not performed for the Champion CBP facility. Idaho Air Rules

Section 203.02, requiring air impact analyses demonstrating compliance with NAAQS, is not applicable
to pollutants having facility-wide emissions less than BRC levels.
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APPENDIX C — FACILITY DRAFT COMMENTS



The following comments were received from the facility on April 12, 2021:

Facility Comment: Permit Condition 1.1 please add, “allow both stationary batch plants to operate at the same
time and update the location of the stationary batch plant.”

DEQ Response: The requested changes have been made.

Facility Comment: Permit Condition 2.3 please change to the following, “Batch plants may operate
simultaneously provided that yardage per hour and yardage per day requirements are not exceeded based on
individual plant requirements and overall annual requirements.”

DEQ Response: Permit Condition 2.3 has been changed to allow for both concrete batch plants to operate
simultaneously.

Facility Comment: It also looks like a new section was added “2.10 Boiler Tune-up”. Is that new or added by
mistake?

DEQ Response: This permit condition was added to show the boiler tune-up requirements for both boilers
located at this facility. DEQ is delegated this subpart, therefore it is appropriate to have these requirements as a
permit condition.

Facility Comment: Section 3.6 has a reduced setback requirement. It went from 230ft to 98ft. Is that correct?
DEQ Response: The 98 feet is the correct setback requirement.
Facility Comment: Section 4.6 has a reduced setback requirement. It went from 230ft to 98ft. Is that correct?
DEQ Response: The 98 feet is the correct setback requirement.
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